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(1) Immediately after the EPIRB is
used for any purpose other than being
tested; and

(2) Before the expiration date that is
marked on the battery.

[CGD 87-016a, 58 FR 13367, Mar. 10, 1993; 58 FR
27658, May 11, 1993]

§25.26-60 Exemptions.

(a) A skiff or work boat is not re-
quired to carry an EPIRB if—

(1) Its ‘“‘mother ship’ is required to
carry an EPIRB under this subpart;
and

(2) When not in use, the skiff or work
boat is carried on board the mother
ship.

(b) Each Coast Guard District Com-
mander may, on a case-by-case basis,
grant exemptions from the carriage re-
quirements of EPIRBs in this subpart
for certain geographic areas within the
boundaries of his or her own district if
the District Commander determines
that an EPIRB will not significantly
enhance the overall safety of the vessel
and crew. Exemptions may be limited
to specific time periods. Exemptions
granted under this paragraph must be:

(1) Issued in writing by the cognizant
Coast Guard District Commander for
each individual application; and

(2) For geographic locations and may
be limited to specific time periods.

Subpart 25.30—Fire Extinguishing
Equipment

§25.30-1 Applicability.

(a) The provisions of this subpart,
with the exception of §§25.30-80 and
25.30-90 of this subpart, as applicable,
apply to all vessels contracted for on or
after August 22, 2016.

(b) Vessels contracted for prior to
August 22, 2016 and after November 19,
1952, must meet the requirements of 46
CFR 25.30-80.

(c) Vessels contracted for prior to No-
vember 19, 1952, must meet the require-
ments of 46 CFR 25.30-90.

[USCG-2012-0196, 81 FR 48245, July 22, 2016]

§25.30-5 General provisions.

(a) Where equipment in this subpart
is required to be of an approved type,
such equipment requires the specific
approval of the Commandant. Such ap-

§25.30-10

provals are published in the FEDERAL
REGISTER, and in addition, are con-
tained in Coast Guard publication
COMDTINST M16714.3 (Series), Equip-
ment Lists.

(b) All hand portable fire extin-
guishers, semiportable fire extin-
guishing systems, and fixed fire extin-
guishing systems shall be of an ap-
proved type.

[CGFR 65-50, 30 FR 16653, Dec. 30, 1965, as
amended by CGD 96-041, 61 FR 50726, Sept. 27,
1996]

§25.30-10 Portable fire extinguishers
and semi-portable fire extin-
guishing systems.

(a) Portable and semi-portable extin-
guishers must be inspected and main-
tained in accordance with NFPA 10 (in-
corporated by reference, see §25.01-3).

(b) Certification or licensing by a
state or local jurisdiction as a fire ex-
tinguisher servicing agency will be ac-
cepted by the Coast Guard as meeting
the personnel certification require-
ments of NFPA 10 for annual mainte-
nance and recharging of extinguishers.

(c) Monthly inspections required by
NFPA 10 may be conducted by the
owner, operator, person-in-charge, or a
designated member of the crew.

(d) Non-rechargeable or non-refillable
extinguishers must be inspected and
maintained in accordance with NFPA
10; however, the annual maintenance
need not be conducted by a certified
person and can be conducted by the
owner, operator, person-in-charge, or a
designated member of the crew.

(e) The owner or managing operator
must provide satisfactory evidence of
the required servicing to the marine in-
spector. If any of the equipment or
records has not been properly main-
tained, a qualified servicing facility
must perform the required inspections,
maintenance procedures, and hydro-
static pressure tests. A tag issued by a
qualified servicing organization, and
attached to each extinguisher, may be
accepted as evidence that the nec-
essary maintenance procedures have
been conducted.

(f) Vaporizing-liquid type fire extin-
guishers containing carbon tetra-
chloride, chlorobromomethane, or
other toxic vaporizing liquids are not
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§25.30-15

acceptable as equipment required by
this subchapter.

(g) Portable or semi-portable extin-
guishers, which are required on their
name plates to be protected from freez-
ing, must not be located where freezing
temperatures may be expected.

(h) The use of dry chemical, stored
pressure, fire extinguishers not fitted
with pressure gauges or indicating de-
vices, manufactured prior to January 1,
1965, may be permitted on motorboats
and other vessels so long as such extin-
guishers are maintained in good and
serviceable condition. The following
maintenance and inspections are re-
quired for such extinguishers:

(1) When the date on the inspection
record tag on the extinguishers shows
that 6 months have elapsed since the
last weight check ashore, then such ex-
tinguishers are no longer accepted as
meeting required maintenance condi-
tions until they are reweighed ashore,
found to be in a serviceable condition,
and within required weight conditions.

(2) If the weight of the container is Y4
ounce less than that stamped on the
container, it must be serviced.

(3) If the outer seal or seals (which
indicate tampering or use when bro-
ken) are not intact, the boarding offi-
cer or marine inspector will inspect
such extinguishers to see that the fran-
gible disc in the neck of the container
is intact; and if such disc is not intact,
the container must be serviced.

(4) If there is evidence of damage,
use, or leakage, such as dry chemical
powder observed in the nozzle or else-
where on the extinguisher, the extin-
guisher must be serviced or replaced.

(i) Dry chemical extinguishers,
stored pressure extinguishers, and fire
extinguishers without pressure gauges
or indicating devices manufactured
after January 1, 1965, cannot be labeled
with the marine type label described in
46 CFR 162.028-4. These extinguishers
manufactured after January 1, 1965,
may be carried onboard motorboats or
other vessels as excess equipment.

(j) Semi-portable extinguishers must
be fitted with a suitable hose and noz-
zle, or other practicable means, so that
all portions of the space concerned may
be covered.

[USCG-2012-0196, 81 FR 48245, July 22, 2016]

46 CFR Ch. | (10-1-18 Edition)

§25.30-15
tems.

Fixed fire extinguishing sys-

(a) When a fixed fire extinguishing
system is installed, it must be a type
approved or accepted by the Com-
mandant (CG-ENG-4) or the Com-
manding Officer, U.S. Coast Guard Ma-
rine Safety Center.

(b) If the system is a carbon-dioxide
type, then it must be designed and in-
stalled in accordance with subpart 76.15
of part 76 of subchapter H (Passenger
Vessels) of this chapter.

(c) If the system is an automatic
sprinkler system then it must be de-
signed and installed in accordance with
Chapter 25 of NFPA 13 (incorporated by
reference, see §25.01-3).

[USCG-2012-0196, 81 FR 48245, July 22, 2016]

§25.30-20 Fire extinguishing equip-
ment required.

(a) Motorboats. (1) All motorboats
must carry at least the minimum num-
ber of portable fire extinguishers set
forth in table 25.30-20(a)(1), except that
motorboats less than 26 feet in length,
propelled by outboard motors and not
carrying passengers for hire, need not
carry portable fire extinguishers if the
construction of the boats will not per-
mit the entrapment of explosive or
flammable gases or vapors.

TABLE 25.30—20(a)(1)

Minimum number of 5-B port-
able fire extinguishers
required !

Length, feet No fixed fire Fixed fire
extinguishing extinguishing
system in ma- | system in ma-
chinery space | chinery space

Under 16 ......cceviiiiciiiinens 1 0
16 and over, but under 26 1 0
26 and over, but under 40 2 1
40 and over, but not over

B5 s 3 2

10ne 20-B portable fire extinguisher may be substituted for
two 5-B portable fire extinguishers.

(2) The intent of this regulation is il-
lustrated in Figure 25.30-20(al) where
fire extinguishers are required if any
one or more of the specified conditions
exist, and in Figure 25.30-20(a2) where
specified conditions do not, in them-
selves, require that fire extinguishers
be carried.
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FIGURE 25.30-20(al)

Fire extinguishers are required if any one
or more of the following conditions exist
(numbers identifying conditions are the
same as those placed in Figure 25.30-20 (al)):

1. Closed compartment under thwarts and
seats wherein portable fuel tanks may be
stored.

2. Double bottoms not sealed to the hull or
which are not completely filled with flota-
tion material.

3. Closed living spaces.

4. Closed stowage compartments in which
combustible or flammable materials are
stowed.

5. Permanently installed fuel tanks.

FIGURE 25.30-20(a2)

The following conditions do not, in them-
selves, require that fire extinguishers be car-
ried (numbers identifying conditions are the
same as those placed in Figure 25.30-20(a2)):

1. Bait wells.

2. Glove compartments.

3. Buoyant flotation material.

4. Open slatted flooring.

5. Ice chests.

(3) Table 25.30-20(a)(1) of this section
indicates the minimum quantity and
type of extinguisher to be carried. Ex-
tinguishers with larger numerical rat-
ings or multiple letter designations
may be used if the extinguishers meet
the requirements of the table.

(b) Uninspected passenger vessels of at
least 100 gross tons. All uninspected pas-
senger vessels of at least 100 gross tons
must carry onboard portable and semi-
portable fire extinguishers per table
76.50-10(a) in §76.50-10 of this chapter.

(c) Motor vessels. (1) All motor vessels
must carry at least the minimum num-
ber of portable fire extinguishers set
forth in table 25.30-20(b) (1).

§25.30-20

TABLE 25.30-20(b)(1)
Gross tonnage— Minimum number of 20-B portable

Over Not over fire extinguishers

50 1

100 2

500 3

1,000 6

................ 8

(2) In addition to the portable fire ex-
tinguishers required by paragraph
(b)(1) of this section, the following fire
extinguishing equipment must be fitted
in the machinery space:

(i) One Type 20-B portable fire extin-
guisher must be carried for each 1,000
B. H. P. of the main engines or fraction
thereof. However, not more than 6 such
extinguishers need be carried.

(ii) On motor vessels of over 300 gross
tons, either one 160-B semi-portable
fire extinguishing system must be
fitted, or alternatively, a fixed fire ex-
tinguishing system must be fitted in
the machinery space.

(3) The frame or support of each 160-
B fire extinguisher required by para-
graph (b)(2)(ii) of this section must be
welded or otherwise permanently at-
tached to a bulkhead or deck.

(4) If an approved semi-portable fire
extinguisher has wheels, it must be se-
curely stowed when not in use to pre-
vent it from rolling out of control
under heavy sea conditions.

(5) Table 25.30-20(b)(1) of this section
indicates the minimum quantity and
type of extinguisher to be carried. Ex-
tinguishers with larger numerical rat-
ings or multiple letter designations
may be used if the extinguishers meet
the requirements of the table.

(d) Barges carrying passengers. (1)
Every barge of 65 feet in length or less
while carrying passengers when towed
or pushed by a motorboat, motor ves-
sel, or steam vessel must be fitted with
portable fire extinguishers as required
by table 25.30-20(a)(1), depending upon
the length of the barge.

(2) Every barge of over 65 feet in
length while carrying passengers when
towed or pushed by a motorboat, motor
vessel, or steam vessel must be fitted
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§25.30-80

with portable fire extinguishers as re-
quired by table 25.30-20(b)(1), depending
upon the gross tonnage of the barge.

[CGFR 65-50, 30 FR 16653, Dec. 30, 1965, as
amended by CGD 77-039, 44 FR 34132, June 14,
1979; CGD 97-057, 62 FR 51042, Sept. 30, 1997;
USCG-1999-5040, 67 FR 34776, May 15, 2002;
USCG-2012-0196, 81 FR 48246, July 22, 2016]

§25.30-80 Location and number of fire
extinguishers required for vessels
constructed prior to August 22,
2016.

Vessels contracted for prior to Au-
gust 22, 2016 must meet the following
requirements:

(a) Previously installed extinguishers
with extinguishing capacities smaller
than what is required in tables 25.30—
20(a)(1) and 25.30-20(b)(1) of this subpart
need not be replaced and may be con-
tinued in service so long as they are
maintained in good condition to the
satisfaction of the Officer in Charge,
Marine Inspection.

(b) All new equipment and installa-
tions must meet the applicable require-
ments in this subpart for new vessels.

[USCG-2012-0196, 81 FR 48246, July 22, 2016]

§25.30-90 Vessels contracted for prior
to November 19, 1952.

(a) Vessels contracted for prior to
November 19, 1952, shall meet the appli-
cable provisions of §§25.30-5 through
25.30-20 insofar as the number and gen-
eral type of equipment is concerned.
Existing items of equipment and in-
stallations previously approved but not
meeting the applicable requirements
for type approval may be continued in
service so long as they are in good con-
dition. All new installations and re-
placements shall meet the require-
ments of §§25.30-5 through 25.30-20.

(b) [Reserved]

Subpart 25.35—Backfire Flame
Control

§25.35-1 Requirements.

(a) Every gasoline engine installed in
a motorboat or motor vessel after April
25, 1940, except outboard motors, shall
be equipped with an acceptable means
of backfire flame control.

(b) Installations made before Novem-
ber 19, 1952, need not meet the detailed
requirements of this subpart and may

46 CFR Ch. | (10-1-18 Edition)

be continued in use as long as they are
serviceable and in good condition. Re-
placements shall meet the applicable
conditions in this section.

(c) Installations consisting of back-
fire flame arresters bearing basic Ap-
proval Nos. 162.015 or 162.041 or engine
air and fuel induction systems bearing
basic Approval Nos. 162.015 or 162.042
may be continued in use as long as
they are serviceable and in good condi-
tion. New installations or replacements
must meet applicable requirements of
subpart 58.10 of this chapter.

[CGFR 65-50, 30 FR 16653, Dec. 30, 1965, as
amended by CGD 88-032, 56 FR 35820, July 29,
1991]

Subpart 25.40—Ventilation

§25.40-1 Tanks and engine spaces.

(a) All motorboats or motor vessels,
except open boats and as provided in
paragraphs (d) and (e) of this section,
the construction or decking over of
which is commenced after April 25,
1940, and which use fuel having a
flashpoint of 110 °F., or less, shall have
at least two ventilator ducts, fitted
with cowls or their equivalent, for the
efficient removal of explosive or flam-
mable gases from the bilges of every
engine and fuel tank compartment.
There shall be at least one exhaust
duct installed so as to extend from the
open atmosphere to the lower portion
of the bilge and at least one intake
duct installed so as to extend to a
point at least midway to the bilge or at
least below the level of the carburetor
air intake. The cowls shall be located
and trimmed for maximum effective-
ness and in such a manner so as to pre-
vent displaced fumes from being recir-
culated.

(b) As used in this section, the term
open boats means those motorboats or
motor vessels with all engine and fuel
tank compartments, and other spaces
to which explosive or flammable gases
and vapors from these compartments
may flow, open to the atmosphere and
so arranged as to prevent the entrap-
ment of such gases and vapors within
the vessel.

(c) Boats built after July 31, 1980,
which are manufactured or used pri-
marily for noncommercial use; which
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